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Расчеты для других информационно-измерительных каналов, проведенные по ана-
логичной методике, дают следующие результаты: расход воды – 45 м3/ч  0,467 м3/ч; мут-
ность – 5000 мг/л  0,5 мг/л; рН – 14  0,05; манометрическое давления – 8 атм  0,05 атм. 
Заключение. Метрологические характеристики автоматизированных кон-
трольно-измерительных комплексов РМЭЭВ, работающих в режиме реального вре-
мени (температура, мутность, расход, рН, манометрическое давление), позволяют их 
использовать в промышленных системах водоочистки. 
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Since June 13, 2002, the Agreement between the Government of the Republic of 
Belarus and the Cabinet of Ministers of Ukraine on the joint use and protection of trans-
boundary waters is valid. In order to implement the Agreement following working groups 
have been established: the working group on the exploitation of the Belaazjorsk water sup-
ply system of the Dnipro-Bug Canal; the working group on joint use of water resources, 
engineering, construction and operation of water facilities; working group on the protection 
and control of water quality; the working group on hydrometeorology. One of the steps in 
developing a network of automated hydrometeorological observations on both sides of the 
border and increasing of relevant interstate interaction is the project “THEOREMS-Dnipro. 
Transboundary Hydrometeorological and Environmental Monitoring System of Dnipro 
river” implemented through the First Territorial Cooperation Program for the Eastern Part-
nership Countries “Belarus – Ukraine” funded by the European Union. 
As part of the project it is planned to create two unified automated hydrometeo-
rological / ecological stations in the area of long-term hydrometeorological observations 
(in Belarus – gauging station “Loew”, in Ukraine – gauging station “Lubech”). 
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Structurally, the hydrometeorological and ecological station AHMES consists of a data 
acquisition module, a required set of sensors, an information transfer module, and a power 
supply module. Figure 1 shows the structural diagram of AHMES measuring station. 
 
Fig. 1. Structural diagram of AHMES measuring station 
In the construction of hydro-meteorological and environmental AHMES station is 
planned to realize the measurement of the following parameters: 
– hydrology: water level and temperature; 
– weather: air temperature and humidity, atmospheric pressure, wind speed and di-
rection, rainfall; 
– environmental: pH, dissolved oxygen, specific conductance, chloride ions, sulfate 
ions. 
To measure the water level preference is given to the hydrostatic probe (Keller PAA-
36 X W). Estimated measuring range 0–20 m (0,002 % resolution), 4–20 mA, integrated 
16 bit ADC [1]. 
For reliable and accurate measurements of water temperature it is required the sensor 
(for example, Vaisala QMT110) with the measuring range of –60…+ 60 °C and accuracy 
of at least 0,08 °C with analog or digital output, watertight in range of 0,1–4 bar [2]. 
For measurement of ecological parameters may be used a complex sensor (s::scan 
ISE Sonde V21), which can measure depending on the device variant: 
– ammonium (NH4-N)  ± 3 %; – fluor (F)  ± 3 %; 
– potassium (K)  ± 3 %; – temperature (T)  (0…+ 60 °C ± 0,1 °C); 
– nitrate (NO3)  ± 3 %; – pH  (2…12 pH ± 0,01 pH). 
Operating pressure 14,5–87 psi, IP68, response time 60 sec, power supply 10–15 VDC. 
For reliable and accurate measurement of air temperature, atmosphere pressure and 
humidity it is required the sensor (for example, Vaisala WXT534) with the digital output 
(RS485 interface), operating voltage 6–24 VDC,  and the measuring ranges of: 
– temperature: –52…+ 60 °C and accuracy of at least 0,3 °C; 
– atmosphere pressure: 500–1100 hPa (375–825 mm Hg); 
– humidity: 0–100 % and accuracy of not less than 2 % [3]. 
To measure wind speed and direction it is required compact size combined into one 
unit wind speed and direction sensor (for example, Vaisala WXT532), with the possibility of 
heating for work in the cold season, response time is 0,25 s, operating voltage 6…24 VDC.  
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– wind speed measurement range 0…60 m/s ± 3 % at 10 m/s; 
– wind direction measurement 0…360° ± 3° at 10 m/s [3]. 
To measure the amount of precipitation is expected to use a recording rain gauge 
(OTT Pluvio2) with a tipping bucket, operating voltage 10 … 28 VDC, measuring range up 
to 400 cm2 ± 0.05 mm, RS485 or SDI-12 interfaces, intensity output interval – 1 minute. 
To collect data from sensors and data transmission via GSM-module Neoway n720 
demo-board, powered by 5V/2A adaptor, 2G/3G/4G antenna interfaces, 3,3V LDO voltage 
regulator, USB interface, SIM card interface.   
In order to use renewable energy sources, the AHMES station will be powered by a 
36 W rechargeable battery recharging by a solar panel (LP-270P) – 270 W, 32 V, 8,64 A. 
The data of the main meteorological values will be recorder every 10-minute inter-
vals, which end at 21, 00, 03, 06, 09, 12, 15, 18 h UTC. 
Conclusion 
1. As a result of this part of the project a set of required sensors for the AHMES 
automated hydrometeorological / environmental monitoring stations has been selected and 
tested. 
2. The implementation of this part of the project has allowed to estimate required pa-
rameters of the sensors selected, ensure that they meet all established criteria, including 
measurement ranges, reliability and cost. 
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Характер изменения нагрузки различных механизмов с колебательным момен-
том сопротивления весьма разнообразен. Колебания момента нагрузки на валу двига-
теля происходят с различной амплитудой и частотой, с переменной начальной фазой 
момента нагрузки при пуске электропривода, а также различны законы изменения на-
грузки (синусоидальная, несинусоидальная). 
Изменения амплитуды колебаний на параметры выходных координат сущест-
венного влияния не оказывает, так как при проектировании электропривода выбира-
ется электродвигатель для конкретного рабочего механизма, способный обеспечить 
требуемый электромагнитный момент. 
Большое влияние на характер переходного процесса оказывает начальная фаза 
момента нагрузки при пуске. В зависимости от  начальной фазы момента нагрузки 
величина пускового тока асинхронного электродвигателя изменяется  до 30 %. 
